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City of Santa Clara 
Building Inspection Division  
1500 Warburton Avenue 
Santa Clara, CA 95050 

 

Inspection Division:  (408) 615-2440 
Permit Center:  (408) 615-2420 

Automated Inspection System:  (408) 615-2400 
Fax:  (408) 241-3823 

OUTDOOR A/C SYSTEM 

 
A plot plan must be submitted showing property lines, house and other buildings on lot, location of 
condensing unit, dimensions of unit and distances from property lines. 

3” 
Pad 

5’-0” setback required from Property Line 

Electric Requirements: 
1. Disconnect to be readily accessible 

and within sight of a.c. 
2. Use rating on AC nameplate min. 

circuit, fuse or Hacar size – max 
fuse or Hacar. 


